In zinc oxide (ZnO) surge arresters, leakage current usually flows across the arrester under normal operating condition. Leakage current is one of the factors which contribute towards degradation of surge arresters and therefore, it is very important to monitor the condition of surge arrester. In this work, the behaviour of leakage current in a ZnO surge arrester during normal operation, under different voltage amplitudes, wetness and pollution conditions was analysed. An 11 kV surge arrester model in three-dimensional space was subjected to finite element analysis (FEA) to determine the leakage current under different conditions. The results from the FEA model were compared with the measurement results to validate the model that has been developed. From comparison between the measurement and simulation results, physical parameters of a surge arrester that influence the leakage current under different conditions of the surge arrester were identified from the model. Through this work, a better understanding of leakage current behaviour can be attained, which may help in condition monitoring analysis on surge arrester in electrical utilities.
Introduction
Transmission tower protection is important in protecting electrical equipment from damage [1, 2] . A natural phenomenon that usually happens on transmission towers is lightning overvoltage [3, 4] . One of the ways to protect the transmission line from lightning overvoltage is by installing surge arresters [5, 6] . A surge arrester limits the peak overvoltage to a level which will protect the instrument from damage [7] . The degradation of ZnO surge arresters is caused by many factors, but one of the main ones is moisture ingress due to weakening of the housing sealing which can lead to internal discharges [8] , increasing of electric field around the surge arrester [9] and overheating of the surge arrester.
Since 1965 many types of surge arresters are available [10] . The usual types of surge arresters are silicon carbide arresters with spark gaps, silicon carbide arresters with current limiting gaps and gapless metal oxide arresters. Unfortunately, arresters with spark gaps are not very suitable to limit the switching overvoltage. Therefore, new developments in solid state technology have led to the development of non-linear resistors. With this new technology, new class of surge arresters named zinc oxide (ZnO) surge arresters has been developed, which offer a lot of improvements and advantages over other arrester types [11, 12] .
A leakage current always flows across arresters under normal condition. Leakage currents can be categorised as resistive and capacitive component currents. Capacitive component currents are due to the grading capacitor, stray capacitance or permittivity of the ZnO elements. Resistive components are due to pollution of ZnO elements. The resistive current will increase with time, ambient temperature and applied voltage [13, 14] . Thus, it is very important to monitor the leakage current behaviour in order to reduce the degradation of ZnO surge arresters. Since leakage currents are influenced by various surge arrester parameters, many studies have been performed on the leakage current behaviour under many circumstances. In general, these can be divided into two methods: off-line and on-line.
Among these methods, a helpful indication of the surge arrester condition is based on the calculation of its resistive current [15] [16] [17] . Measurements of capacitive and resistive leakage currents have become important since the past. Therefore, several methods for extracting resistive leakage current from the total leakage current have been proposed by many academics. There are the point-on-wave method (POWM) [18] , current compensation method (CCCM) [17, 19, 20] , current orthogonality method (COM) [16] , resistive current waveshape-based method (RCWM) [21] , harmonic analysis method (HAM), time delay addition method (TDAM) and improved time delay addition method (ITDAM) [22] .
In this work ITDAM was used. ITDAM was chosen since it is more accurate compared to other previous algorithms. This method is capable of extracting resistive and capacitive currents under applied harmonic voltages and based on the study, ITDAM can be utilized in offline or online measuring processes. This technique is based on the orthogonality between resistive and capacitive currents. The advantage of this method is that the harmonic components of the applied voltage are not ignored, where the resistive current is extracted from the total leakage current under applied harmonic voltages. This method has also been used to study the main factors of leakage current variation and the influence of leakage current on UV aging and pollution [23, 24] .
Although many studies on surge arrester leakage current have been performed in the past, modelling of surge arresters using actual physical dimensions is less likely to be found in literature. Thus, a three-dimensional (3D) 11 kV surge arrester model was developed in a finite element method (FEM) and was employed to simulate the leakage current in different conditions of the applied voltage, wetness and pollution. Measurements of surge arrester leakage current under different conditions were also conducted. They were used to compare with the simulation results to validate the FEA model. Through comparison between measurement and simulation results, a greater understanding on surge arrester leakage current behaviour can be attained and physical parameters of a surge arrester that influence the leakage current under various surge arrester conditions can be identified from the model.
Proposed Methodology
This section describes in details the development of the models in finite element analysis (FEA), leakage current measurement setup, preparation of the test samples, leakage current calculation using FEA model and extraction method of resistive leakage current. The dimensions and parameters of the ZnO surge arrester used in this work are shown in Table 1 . Figure 1 shows the leakage current measurement setup on the ZnO surge arrester used in the laboratory. The measurement setup consists of a sinusoidal variable voltage source, a high voltage step-up transformer (T x ) of 0.22/100 kV, a 2.4 MΩ protective resistor (R s ) to prevent short circuit, a 1 nF measuring capacitor (C 1 ) to observe the applied voltage, a measuring circuit, a 20 kΩ shunt resistor (R sh ) to measure the leakage currents by measuring the voltage drop from the current built across the resistance and a two channel digital storage oscilloscope to capture the applied voltage and current through a silicone rubber-housed surge arrester. Measurements of surge arrester leakage current were conducted under different applied voltages and conditions, as summarised in Table 2 . For test sample 1, the applied voltage amplitude of 50 Hz AC sinusoidal was varied at 6, 6.5, 7, 7.5, 8, 8.5, 9, 9.5 and 10 kV while maintaining its temperature at 26 • C. The surge arrester was stressed for 30 min at 5 kV rms before any measurement was taken to ensure that quasi-static conditions were reached. One of the objectives of this work was to inspect the effect of pollution on the leakage current of the surge arrester. Hence, test samples 2 and 3 were prepared based on the pollution related to natural and anthropogenic sources. For test sample 2, the uncontaminated arrester was sprayed with water on the arrester surface. Different wetnesses of the arrester were generated by adding water on the arrester surface in different quantity and the testing was under an applied voltage of 8 kV rms at 26 • C.
For test sample 3, the surge arrester was polluted by anthropogenic sources. The outer layer of the surge arrester was contaminated with dry sand, wet sand, salt sand and salt water and tested under an applied voltage of 50 Hz, 8 kV rms at 26 • C. The wet sand was prepared by adding 200 g of sand into 150 mL of distilled water. The salt sand was a combination of 50 g of NaCl and 100 g of sand while for salt water, the solution consists of 50 g NaCl and 50 mL distilled water. For every pollution type, the arrester was cleaned and rinsed with water thoroughly before another type of pollution was applied. At the end of the experiment, the leakage current waveform recorded by the oscilloscope was used to extract the resistive and capacitive current using an improved time-delay addition method (ITDAM), which has been explained in Section 2.3 [22] .
Finite Element Analysis (FEA) Leakage Current Model
A three-dimensional, 11 kV ZnO surge arrester model was developed in finite element analysis as depicted in Figure 2 . The FEA software used was COMSOL Multiphysics (COMSOL Inc., Stockholm, Sweden). The model was developed according to the exact dimensions of the surge arrester that was used in the measurement. The arrester comprises two ZnO blocks, a glass layer between the insulation and ZnO and aluminium caps at each end. The insulation material is made of silicone rubber and the whole model geometry was surrounded by a layer of air. The electrical conductivity, σ and relative permittivity, ε r of each material in the model were assigned as listed in Table 3 . Since ZnO is a nonlinear element, the electrical conductivity of the ZnO blocks was assigned according to the measured V-I characteristics curve of the surge arrester during normal conditions, as shown in Figure 3 , where their electrical conductivity is voltage-dependent. This curve is a fundamental approach in displaying the changes of resistance as a function of the voltage [25] . Generally, the ZnO varistors spend their whole life in this region where conduction is very near to zero by means there is minimal leakage current flowing through the arrester. 
A three-dimensional, 11 kV ZnO surge arrester model was developed in finite element analysis as depicted in Figure 2 . The FEA software used was COMSOL Multiphysics (COMSOL Inc., Stockholm, Sweden). The model was developed according to the exact dimensions of the surge arrester that was used in the measurement. The arrester comprises two ZnO blocks, a glass layer between the insulation and ZnO and aluminium caps at each end. The insulation material is made of silicone rubber and the whole model geometry was surrounded by a layer of air. The electrical conductivity, σ and relative permittivity, εr of each material in the model were assigned as listed in Table 3 . Since ZnO is a nonlinear element, the electrical conductivity of the ZnO blocks was assigned according to the measured V-I characteristics curve of the surge arrester during normal conditions, as shown in Figure 3 , where their electrical conductivity is voltage-dependent. This curve is a fundamental approach in displaying the changes of resistance as a function of the voltage [25] . Generally, the ZnO varistors spend their whole life in this region where conduction is very near to zero by means there is minimal leakage current flowing through the arrester. The boundary conditions of the model were set with relevant interface settings as shown in Table 4 . A voltage with the presence of harmonic components was applied to the terminal of the arrester while the bottom of the arrester was grounded, whereby zero electric potential was applied. The outer side of the arrester was enclosed by air. All interior boundaries were set to continuity.
After the boundary and material of the model were assigned, the model was meshed. The FEA model estimates the solution of domain, boundary, edge and point of surge arrester model by using some elementary shape functions, which include tetrahedral, triangular, edge and vertex elements. The shape function can be either constant, linear, or of higher order. In order to obtain accurate results, a finer or coarser mesh is required depending on the element order in the surge arrester model. Since the size of the triangular elements has substantial effect on the simulation time, the size of the triangular elements used was normal for air, finer for all domains of the model except for ZnO, which is extremely fine because it is the important element of the model. While constraining the potential on edges, it can produce a current outflow that is mesh-dependent [26] [27] [28] [29] . The meshing elements of the surge arrester are shown in Figure 4 . Table 4 . Boundary settings of the model.
Boundary

Boundary Condition Expression
Terminal Applied voltage The geometry of the surge arrester model was solved using partial differential equations (PDEs). The module employed in the model is the electric current module to obtain the electric field and current density distributions on the surge arrester. The leakage current was calculated through surface integration of the current density, which was attained on the ground surface. Equations (1)- (5) were used by the FEA model to solve the problem as follows:
(1)
where J is the current density, Q j is the current source, ε r is the relative permittivity of the material, σ is the electrical conductivity, E is the electric field, J e is the externally generated current density, which equals to zero in the surge arrester model and V is the electric potential.
The problem to be solved in the model is governed by Maxwell's equation as follows:
By applying quasi-static assumptions, Equation (3) becomes:
Since the electric field E is conservative and irrotational, E can be written as:
Leakage Current Extraction Method
There are several techniques to compute the value of resistive leakage current from the total leakage current. The method used to extract resistive leakage current in this study is the improved time delay addition method (ITDAM) [22] . This technique is based on the orthogonality between resistive and capacitive currents. The advantage of this method is that the harmonic components of the applied voltage are not ignored. The resistive and capacitive currents are extracted from the total leakage current under applied harmonic voltages. The capacitive current is attained by shifting the total leakage current by 90 • . Then, the resistive leakage current is obtained by subtracting the capacitive leakage current from the total leakage current. In this method, only the third and fifth harmonics of the applied voltage were measured. Since the upper harmonics comprise of only small values, they are not considered. The steps used for this method is shown in Figure 5 and describe as follows:
Step 1: Obtaining signals The first step in extracting the resistive leakage current using ITDAM is obtaining the signals of applied voltage and total leakage current of the measurement and simulation.
Step 2: Determine the phase angles and amplitudes of current signals
The Fast Fourier Transform (FFT) was used to determine the phase angles and amplitudes of total leakage current to the measured current signal (I t1m − θ 1i , I t3m − θ 3i , I t5m − θ 5i ).
Step 3: Determine the phase angles of voltage signals
The phase angle of voltage harmonics was determined by applying FFT to the voltage signals (θ 1v , θ 3v , θ 5v ).
Step 4: Shifting the phase leakage current
The lagging phase (2θ 1i − 2θ 1v ) was used to shift I t1 .
Step 5: Inserting the phase shifted leakage current I t1 was inserted with the phase-shifted leakage current (I t1shifted ).
Step 6: Determine the peak time
The peak time of added current waveforms (T p1 ) was determined.
Step 7: Obtaining the capacitive leakage current Based on the T p1 , the fundamental harmonic peak value of the capacitive leakage current (I c1m ) can be obtained from the I t1 waveform. The fundamental capacitive leakage current is formed as follows:
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Step 8: Repeat steps 4 to 7
For other harmonics, steps 4 to 7 were repeated.
Step 9: Attaining the resistive leakage current
The fundamental, third and fifth capacitive currents were added and capacitive current was obtained. Finally, by subtracting the obtained capacitive current from the total measured current, the resistive current can be found. 
Results and Discussion
This section presents the results that have been obtained from this work and the explanation of each result. These include the leakage current measurement results and comparison of leakage current amplitudes and signals between the measurement and simulation results.
Leakage Current under Different Applied Voltage Amplitude
The comparison between measurement and simulation results of the surge arrester total leakage current under different applied voltage amplitudes is shown in Figure 6 , while the resistive and capacitive leakage currents are shown in Figure 7 , respectively. Voltages from 6 kV to 10 kV were applied. It was found that the leakage current increases when the applied voltage is increased. This is fundamentally due to the direct proportionality between the voltage and current with an equivalent impedance, which is produced by the constant capacitive impedance, Z (I = V/Z). The percentage error between the measurement and modelling was calculated based on Equation (7) and is stated in Figures 6 and 7 above the bar. The percentage of error is calculated using the following expression:
Percentage of error (%) = I FEA − I m I m × 100 (7) where I FEA is the simulated value of the surge arrester leakage current in µA and I m is the measurement value of the surge arrester leakage current. According to the results, the average errors between the measurement and simulation for the total, resistive and capacitive leakage current are 1.60%, 4.05% and 1.38% respectively. This indicates that the measurement and simulation results are in good agreement with each other. Therefore, the proposed model of the surge arrester in this work under various applied voltage amplitudes can be considered reasonable.
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Leakage Current under Different Wetness Conditions
The surge arrester was tested under different wetness conditions at 8 kVrms and at 26 °C. Figure  9 shows the results of total leakage current value from measurement and simulation using the FEA model. From the results, it can be seen that the leakage current increases slightly when the arrester condition is wetter. This is due to the presence of more water droplets, which increase the conductivity along the surge arrester surface, providing an easier path for current to flow in the form of the negatively and positively charged ions that are moving from one electrode to the other electrode. Figure 10 shows the resistive and capacitive current components from the measured and simulated total leakage current. It can be seen that the resistive current component increases when there is more amount of water on the arrester surface. This humidification can also lead to moisture ingress into the surge arrester and degrade the lifetime of the surge arrester [30] . However, there is not much variation in the capacitive current components under different wetness conditions. The error between the measurement and simulation results using the FEA model is also shown in Figures  9 and 10 . The average percentage errors between the measurement and simulation results determined by Equation (7) are 1.03% for the total leakage current are 3.38% and 0.87% for resistive leakage current and capacitive leakage current, respectively. 
The surge arrester was tested under different wetness conditions at 8 kV rms and at 26 • C. Figure 9 shows the results of total leakage current value from measurement and simulation using the FEA model. From the results, it can be seen that the leakage current increases slightly when the arrester condition is wetter. This is due to the presence of more water droplets, which increase the conductivity along the surge arrester surface, providing an easier path for current to flow in the form of the negatively and positively charged ions that are moving from one electrode to the other electrode. Figure 10 shows the resistive and capacitive current components from the measured and simulated total leakage current. It can be seen that the resistive current component increases when there is more amount of water on the arrester surface. This humidification can also lead to moisture ingress into the surge arrester and degrade the lifetime of the surge arrester [30] . However, there is not much variation in the capacitive current components under different wetness conditions. The error between the measurement and simulation results using the FEA model is also shown in Figures 9 and 10 . The average percentage errors between the measurement and simulation results determined by Equation (7) are 1.03% for the total leakage current are 3.38% and 0.87% for resistive leakage current and capacitive leakage current, respectively. In Figure 11a ,b, the waveforms of 8 kVrms applied voltage, total leakage current, capacitive leakage current and resistive leakage current with harmonic components of total leakage current for heavily wet surge arrester surface are presented. Figure 11 shows the results from the measurement while Figure 11b presents the FEA model results. The total leakage currents for the measurement and FEA model for heavily wet surge arrester are 352 μA and 351 μA while for the capacitive and resistive leakage currents are 322 μA, 320 μA, 34 μA and 33 μA accordingly. In general, the FEA model exhibits similar residual voltage patterns, which are in good agreement with the measurement. This indicates that the measurement and simulation results are in good agreement with each other. With a small relative error mostly caused by non-linear V-I characteristic settings, it can be assumed that the developed FEA model is sufficient in term of approximating the voltage distribution and current density of the surge arrester during normal operation conditions. In Figure 11a ,b, the waveforms of 8 kVrms applied voltage, total leakage current, capacitive leakage current and resistive leakage current with harmonic components of total leakage current for heavily wet surge arrester surface are presented. Figure 11 shows the results from the measurement while Figure 11b In Figure 11a ,b, the waveforms of 8 kV rms applied voltage, total leakage current, capacitive leakage current and resistive leakage current with harmonic components of total leakage current for heavily wet surge arrester surface are presented. Figure 11 shows the results from the measurement while Figure 11b 
Leakage Current under Different Pollution Conditions
The leakage current behaviour of the surge arrester under different pollution conditions is shown in Figures 12 and 13 . From the measurement, the surface of the surge arrester was contaminated with dry sand, wet sand, salt sand and salt water. The salt sand is a blend of normal sand and salt, NaCl, with ratio of 2:1 while the salt water is an emulsion of NaCl and water with ratio of 1:1 with NaCl solution conductivity of 88 mS/cm. From the results, the presence of salt sand, salt water and wet sand on the surge arrester surface increases the total leakage current along the arrester surface. This is due higher conductivity along the surge arrester surface provided by the salt and water, providing easier path for current to flow.
The resistive leakage current of salt water in Figure 13b shows the highest value, which suggests a high conductivity that can lead to arrester degradation. The free ions created when salts are dissolved in the water will freely dissociate into ions. The Na + and Cl − ions are moving through the water containing charges and therefore they conduct the electricity. Dry sand does not cause the leakage current to increase significantly because it has low conductivity. It can be concluded that increasing of leakage current is correlated to the increment of surface conductivity in pollution conditions [23, 31] . The error between the measurement and simulation results using the FEA model is also shown in Figures 12 and 13 . The average percentage of error is 1.40% for the total leakage current, 3.71% for resistive leakage current and 0.79% for capacitive leakage current. This shows that the measurement and simulation results are in good agreement with each other. 
The resistive leakage current of salt water in Figure 13b shows the highest value, which suggests a high conductivity that can lead to arrester degradation. The free ions created when salts are dissolved in the water will freely dissociate into ions. The Na + and Cl − ions are moving through the water containing charges and therefore they conduct the electricity. Dry sand does not cause the leakage current to increase significantly because it has low conductivity. It can be concluded that increasing of leakage current is correlated to the increment of surface conductivity in pollution conditions [23, 31] . The error between the measurement and simulation results using the FEA model is also shown in Figures 12 and 13 . The average percentage of error is 1.40% for the total leakage current, 3.71% for resistive leakage current and 0.79% for capacitive leakage current. This shows that the measurement and simulation results are in good agreement with each other. The waveforms for the surge arrester polluted with salt water at 8 kVrms applied voltage, total leakage current, resistive and capacitive leakage current are presented in Figure 14 with their harmonic components for measurement and FEA model. The total, capacitive and resistive leakage currents for measurement are 354, 326 and 36 μA whereas they are 353, 325 and 35 μA for the FEA model. The total, capacitive and resistive leakage currents increase around 16, 14 and 10 μA accordingly from the clean surface surge arrester. From the obtained harmonic waveform as described in Figure 14 , it can be realised that the fundamental, third and fifth harmonics influence the amplitude of the total leakage current under pollution with salt water. The increase of harmonic components and resistive current can lead to power loss, increase the temperature and therefore degrade the material that will possibly explode the surge arrester due to thermal avalanche. The waveforms for the surge arrester polluted with salt water at 8 kVrms applied voltage, total leakage current, resistive and capacitive leakage current are presented in Figure 14 with their harmonic components for measurement and FEA model. The total, capacitive and resistive leakage currents for measurement are 354, 326 and 36 μA whereas they are 353, 325 and 35 μA for the FEA model. The total, capacitive and resistive leakage currents increase around 16, 14 and 10 μA accordingly from the clean surface surge arrester. From the obtained harmonic waveform as described in Figure 14 , it can be realised that the fundamental, third and fifth harmonics influence the amplitude of the total leakage current under pollution with salt water. The increase of harmonic components and resistive current can lead to power loss, increase the temperature and therefore degrade the material that will possibly explode the surge arrester due to thermal avalanche. The waveforms for the surge arrester polluted with salt water at 8 kV rms applied voltage, total leakage current, resistive and capacitive leakage current are presented in Figure 14 with their harmonic components for measurement and FEA model. The total, capacitive and resistive leakage currents for measurement are 354, 326 and 36 µA whereas they are 353, 325 and 35 µA for the FEA model. The total, capacitive and resistive leakage currents increase around 16, 14 and 10 µA accordingly from the clean surface surge arrester. From the obtained harmonic waveform as described in Figure 14 , it can be realised that the fundamental, third and fifth harmonics influence the amplitude of the total leakage current under pollution with salt water. The increase of harmonic components and resistive current can lead to power loss, increase the temperature and therefore degrade the material that will possibly explode the surge arrester due to thermal avalanche. 
Influence of Pollution on Leakage Current Harmonics
Since the polluted surface of the surge arrester influences the fundamental and third harmonic of the total leakage current [30, 32] , Fast Fourier transform (FFT) was used to obtain the harmonic components on the surge arrester under salt water pollution at 8 kVrms. The results were compared with the clean surge arrester. Figure 15 presents the harmonic components of the total leakage current for the fundamental and third harmonic of the surge arrester with clean and polluted surge arrester surface with salt water for the surge arrester model. 
Since the polluted surface of the surge arrester influences the fundamental and third harmonic of the total leakage current [30, 32] , Fast Fourier transform (FFT) was used to obtain the harmonic components on the surge arrester under salt water pollution at 8 kV rms . The results were compared with the clean surge arrester. Figure 15 presents the harmonic components of the total leakage current for the fundamental and third harmonic of the surge arrester with clean and polluted surge arrester surface with salt water for the surge arrester model. 
Since the polluted surface of the surge arrester influences the fundamental and third harmonic of the total leakage current [30, 32] , Fast Fourier transform (FFT) was used to obtain the harmonic components on the surge arrester under salt water pollution at 8 kVrms. The results were compared with the clean surge arrester. Figure 15 presents the harmonic components of the total leakage current for the fundamental and third harmonic of the surge arrester with clean and polluted surge arrester surface with salt water for the surge arrester model. From the obtained results, the magnitude of the fundamental and third harmonic for clean surge arrester is smaller than under the polluted condition. A rapid increase of leakage current on polluted surface of surge arrester is caused by the moist surface that leads to ionization of salts [33] . The percentage increases around 21.42% for the fundamental harmonic when the surge arrester was polluted with salt water. For the third harmonic under polluted surface conditions, the percentage increases to 26.67%. In general, it can be seen that the pollution influences the harmonics of leakage current, which can degrade the surge arrester performance.
Electric Field and Current Density Distributions in FEA Model
By using the FEA model, the distribution of electric potential, electric field and current density of the 11 kV surge arrester can be easily determined. Figure 16 presents the electric potential, current density and electric field distributions obtained from the FEA model at 9 kV rms applied voltage amplitude and temperature of 26 • C. Referring to Figure 16a ,b, the potential and current density distributions show that the highest potential is located at the top terminal of the arrester due to the applied high voltage, but decreases towards the bottom terminal, which is grounded. The same goes for Figure 16c where the electric field magnitude is the highest at the top terminal of the arrester due to the applied high voltage [26] . This is shown by the red colour scale for the electric potential and current density and more contour lines for the electric field. There is also relatively higher electric field magnitude on the top and bottom surfaces of each housing shed than in the surrounding housing. The electrical characteristics of the material and the geometry of the surge arrester also affect the distribution of the electric field [34] . 
Conclusions
In this work, the effect of different applied voltage amplitudes, wetness conditions and pollution conditions on the surge arrester leakage current has been successfully evaluated using measurements and simulation models. It was found that the leakage current increases when the applied voltage amplitude is higher, wetness is higher and pollution conditions are worse.
A three-dimensional, 11 kV surge arrester model was successfully developed by finite element analysis (FEA) and was employed to obtain the total, resistive and capacitive leakage currents during normal operation under different conditions of applied voltage, wetness and pollution. The model was used to identify the surge arrester parameters which are influenced by these conditions. The leakage current amplitudes and signals obtained from the simulation of FEA model were also compared with the measurement results. It was found that the results obtained using the proposed FEA model are within reasonable agreement with the measurement results. Thus, the proposed FEA model for leakage current modelling in surge arrester in this work can be considered reasonable.
From the FEA model of the surge arrester that has been developed, it was found that the material conductivity affects the leakage current significantly under different applied voltage amplitude, wetness conditions and pollution conditions. Hence, physical parameters of the surge arrester that influence the leakage current under different conditions of the surge arrester have been identified from the FEA model. The proposed model can also help in improvement of surge arrester design through the assessment of leakage current.
